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PRODUCTS CO. FirstLine PL UPS Seismic Mounting Instructions

Locate the final position of the UPS. Using the dimensions in Figure 1, locate the mounting anchor
locations and properly prepare anchors.
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Figure 1 - Anchor locations
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PRODUCTS CO. FirstLine PL UPS Seismic Mounting Instructions

There are 2 brackets per kit that mount to the front and rear of each cabinet. The outer two holes
mount to the 30-40 kVA while the inner two brackets mount to the 10-20 kVA FLP (see Figure 2).
Each bracket mounts with the following hardware:

(2) Ya-20 x 34 long Hex bolts
(2) Va Flat washer

(2) Va Belleville washer

(2) Ya-20 Hex nut

The nut and the Belleville washer will be mounted on the inside of the flange of the UPS while the
bolt and flat washer will be mounted directly on the brackets.
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Figure 2 — Mounting holes from bracket to UPS
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