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Locate the final position of the UPS. Using the dimensions in Figure 1, locate the mounting anchor 
locations and properly prepare anchors. 
 

 
 

 
 

Figure 1 - Anchor locations 
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There are 2 brackets per kit that mount to the front and rear of each cabinet. Remove any 
shipping brackets and associated hardware that came with unit. Each bracket mounts with the 
following hardware (see Figure 2): 
 
(3) M8 X 1 X 20 Bolt 
(3) 5/16 Belleville washer 
 
Mounting Bolts from bracket to UPS recommended torque: 6.6 ft-lbs (9 N-m) 
 
The floor anchors are determined by site conditions, and which are determined by the Engineer of 
Record for the site. 
 
 
 

 
Figure 2 – Mounting holes from bracket to UPS (Rear/Top Wiring Option is Hidden for Clarity) 
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